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SINAMICS V20 变频器风扇（备件） 

SINAMICS V20 Converter – Replacement fans (spare parts)  
 

产品组成 Components 

订货号 
Article 
number:  
6SL3200- 

 
0UF06-0AA0 

 
0UF07-0AA0 

 
0UF01-0AA0 

 
0UF02-0AA0 

适用外形尺寸 
Applicable 
frame size 

FSAC FSAD FSA FSB 

订货号 
Article 
number:  
6SL3200-  

0UF03-0AA0 
 

0UF04-0AA0 
 

0UF05-0AA0 
适用外形尺寸 
Applicable 
frame size 

FSC FSD FSE 

更换风扇 Replacing fans 

按图示进行风扇拆卸。风扇的安装步骤与拆卸步骤相反。安装风扇时， 注意风扇上的箭头标志（图
示“A”）必须指向变频器而非风扇外壳，且风扇电缆和连接器的排布（图示“B”和“C”）须确
保电缆长度足以连接至变频器。 
Proceed as the following illustrations to remove the fan from the converter. To re-assemble the fan, 
proceed in reverse order. When re-assembling the fan, make sure that the arrow symbol (“A” in 
the illustration) on the fan points to the converter rather than the fan housing, the position for the 
fan cable exit point (“B”) as well as the mounting orientation and position of the cable connector 
(“C”) are sufficient for connecting the fan cable to the converter.  
 
 
 
 
 

• 更换外形尺寸为 A 的变频器上的风扇 Replacing the fan from frame size A 

 
• 更换外形尺寸为 AC 变频器上风扇 Replacing the fan from frame size AC 
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• 更换外形尺寸为 AD 变频器上风扇 Replacing the fan from frame size AD 

 
• 更换外形尺寸为 B、C 或 D 变频器上风扇 Replacing the fan from frame size B, C or D 

 

• 更换外形尺寸为 E 的变频器上的风扇 Replacing the fan(s) from frame size E 

 


